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LADOERRUNGSTO BE ON
BY-PASS SIDE OF VAULT

PLAN VIEW

. SIZE CONFIGURATION MAY CHANGE ACCORDING TO METER MANUFACTURER

METERSIZE. 6"x 3" 8" X 4" 10" X 6"
VAULT SIZE ( INSIDE) 6'-0" x 12'-0" 6'-0" x 12'-0" 10' -0" x 14 ' -0"

)( 5'-0" X 5'-0" x 5'-0"
ACCESSHATCH '-n" 'It J'-O" 3'-0" x 3'-0" 4'-0"x 4'-0"
A = METER & BY-PASS LENGTH QA" 112" 138"
B = CLEARANCETO END WALL 23" 16" 10"
C = CLEARANCETO SIDE WALL 9.25" 3.125" 18"
D = CLEARANCETO SIDE WALL 14.50" 11 .25" 30"
E = CLEARANCETO GRAVEL 12" 8" 4"
F - CLEARANCE VALVE STEM TO TOP 12.25" 6.5" 2.5"
G = TO OUTSIDE FLANGE 21.5" 24.75" 30"
H - TO OUTSIDE FLANGE 26.75" 32.815" 42"

I = <t.OF PIPE TO TOP DF
VALVE STEM (OPEN) 32.75" 41.50" 43.5"

J = PIPE COVERENTERING VAULT 48" 50" 52"


